Abstract. Based on ventilation network graph is rooted directed weighted graph, its' nature of minimum spanning tree is proposed. According to the dense of ventilation network graph, introduces heap to improve the Prim algorithm, gives C++ implementation for the algorithm, and finally gains the Prim algorithm based on heap is both suitable for dense graph and sparse graph by analyzing its' time complexity, so the algorithm can meet the requirement to seek the minimum spanning tree of ventilation network graph.
Introduction
Mine ventilation system composed of crisscross roadway is a complex system. Describes ventilation system by the method of graph theory, ventilation network is a ventilation system which is composed of line, point and its properties. At present, calculation of ventilation network commonly used by Scott-Hinsley method, which needs determine the minimum spanning tree of network graph at first. The minimal spanning tree of an undirected weighted graph is a typical problem of graph theory, scholars of the world have conducted considerable research on it until now. The ventilation network graph is a weighted directed graph, there is a few research on the minimal spanning tree of a directed weighted graph. In addition, researches on dense degree of ventilation network graph isn't enough, scholars only qualitatively consider that ventilation network graph is dense graph.
For shorting the time of calculating ventilation network by minimal spanning tree, it needs improve the Prim algorithm that is based on ventilation network graph is a directed weighted graph and its dense degree.
Nature of minimal spanning tree of ventilation network
It supposes that G(V,E) is a nonnegative weighted directed graph, w(e) is a weight at every directed edge in graph G. Subgraph T is a tree in graph G, and it contains all the vertex of graph G, so T is a spanning tree of graph G. The weight of spanning tree T is
weight T w e ∈ = ∑ , the minimum weight tree is the minimum spanning tree, So how to choose tree T is a difficult problem. According to the connectivity of graph, directed weighted graph is divided into the following three types: (1) Strongly connected directed graph: It is directed graph that can visit all vertices from any vertex.
(2) Rooted directed graph: It is a directed graph that can be iterated from its roots. (3)None strongly connected directed graph: The graph is not strongly connected directed graph and the source points aren't roots of directed graph, it is a directed graph that only gets spanning forest when it is iterating.
The former two kinds of weighted directed graph have feasible solution of minimal spanning tree. the nature of minimal spanning tree as follows [2] : It suppose that graph G(V,E) is a nonnegative weighted directed graph, graph T(U,D) is one subgraph of graph G, and graph T is the minimum spanning tree of itself. If (x, y) is a directed edge that one vertex is in U and another isn't in U, and the weight of that edge is minimum, and the in-degree of head y in subgraph T is 0 (The in-degree of head y is 0 if head y isn't in subgraph T.), and then there must be a minimal spanning tree which contains directed edge (x, y).
It supposes that point V in is the intake air node, air flow starts from point V in , and it can reach all other nodes in the ventilation network graph. So ventilation network graphs are rooted directed graph, and roots of graph are intake air nodes V in .
Above all, the ventilation network graph is a rooted directed graph that there is feasible solution of the minimum spanning tree, its nature of minimal spanning tree is that of directed graph.
Prim algorithm for minimal spanning tree of a directed graph
Algorithm of finding minimum spanning tree of weighted undirected graph contains Breaking Loop (Rosenstiehl), Kruskal Algorithm, Prim Algorithm, Dijkstra Algorithm. Prim Algorithm and Kruskal Algorithm that are suitable for finding minimal spanning tree by computer are two of the most common algorithms. Time complexity of Prim Algorithm is O(n 2 ),and it is suitable for dense graph. Time complexity of Kruskal Algorithm is O(mlog 2 m) and it is suitable for dense graph.
Based on the minimal spanning tree nature of weighted directed graph, through minimum spanning tree Prim algorithm of undirected weighted graph is described again, that get the thought of minimum spanning tree Prim algorithm of directed weighted graph: Start from any vertex U 0 of graph G, choose the minimum weight directed edge (u 0 ,v) or edge (v,u 0 ) which is connect with vertex U 0 , add the vertex v to the vertices in set U of spanning tree. Choose a directed edge (x, y), that is in all directed edges that one vertex is in U and the other one isn't in U, whose weight is minimum and head y is in subgraph T, and the in-degree of edge (x, y) is 0. And then add all vertexes that is in x and y to set U. And so on, it get the minimum spanning tree of a directed graph until all vertexes in graph G are added to set U of vertexes in spanning tree.
Prim algorithm based on heap for minimal spanning tree of a directed graph
Dense of graph can be reflect through the gap between zero degree and rank of the graph. If the gap is positive number, the graph is dense graph; if the gap is negative number, it is sparse graph; if the gap is zero, it is medium dense graph. For a connected graph whose number of node is n and whose number of branch is m, its rank is n-1 and its zero degree is m-n+1. There are 7 ventilation networks in table 1, and then the dense degree is analyzed.
After careful analysis, ventilation network contains sparse graph and dense graph, but Prim algorithm is only suitable for dense graph and Kruskal algorithm is only suitable for sparse graph. In order to make Prim algorithm suitable for dense graph and sparse graph, that is improved by thought of heap, and then that will meet the requirement of finding minimum spanning tree for ventilation network graph.
When it finds the minimum edge by common Prim algorithm which needs compare again every time, and it can't save the compared information before. It can make full use of original information to choose the next minimum edge after it adds thought of heap.
Tab. 
Adjustment of heap
Method of heap adjustment is shown in figure 1 .
(1) Adjust the numerical value of node whose subscript is i, but it is bigger than its parent node, at this time, it doesn't need to adjust and it is also a rootlet heap.
(2) Adjust the numerical value of node whose subscript is i, and it is smaller than its parent node, at this time, it needs adjust to keep a rootlet heap.
There are three that call function of heap adjustment in Prim algorithm based on heap:
(1) At preliminary establishment of heap, it needs call function of heap adjustment until it get a rootlet heap, function shift() is called.
(2) It can cause heap adjustment when it determines a minimum weight edge, function shift() is called.
After choose a minimum weight edge, one of the endpoints will go into the minimum spanning tree, if it turn down the shortest distance of the other nodes to the minimum spanning tree, it needs adjust heap that cause weight of node lower in heap, function Adjust() is called. 
Analysis of algorithmic time complexity
From the above procedures it can be seen: initialization time of edge n-1 in planning tree is O(n); time of preliminary establishment heap is O(n). After determine the minimum weight edge, it calls Sift(), the time is O(nlog 2 n). The number of calling adjust () isn't more than m that is the number of edge of graph, the time is O(mlog 2 n). For a graph, m is greater than or equal to n, so the total time complexity is O(mlog 2 n). Time of finding the spanning tree of dense graph is less than that by common Prim algorithm, and time of finding the spanning tree of sparse graph is similar with that by Kruskal algorithm. So Prim algorithm based on heap is suitable for dense graph and sparse graph, and it can meet the requirements of minimum spanning tree of ventilation network graph.
Application example
There is a connecting branch between the two parallel branches in the diagonal ventilation network that make one branch connect to another, and then it forms a ventilation network. Ventilation network that only has one connecting branch is called simple diagonal network, ventilation network that has two connecting branches or more is called complex diagonal network. Figure 2 is a mine ventilation network, and it is a complex diagonal network that contains fans, so that makes it as a common example. R1 to R9 are windage of 9 branches: R 1 ＝1.47,R 2 ＝1.372,R 3 ＝4.116,R 4 ＝1.176,R 5 ＝0.784,R 6 ＝0.98,R 7 ＝8.82,R 8 ＝0.588,R 9 ＝2. 93(Ns 2 /m 8 ). Input the adjacency matrix of directed graph, the result is that: (1, 2, 1.372), (2, 6, 1.176), (6, 3, 0.784), (3, 4,0. 588), (6, 5, -0.98), the minimum spanning tree is shown in figure 3. Fig.3 The minimum spanning tree of ventilation network graph
Conclusions
Through the above analysis, it obtains the following conclusions:
(1) Ventilation network graph is a rooted directed graph, and it has the nature of the minimum spanning tree of directed graph.
(2) Ventilation network graph contains dense graphs and sparse graphs, Prim algorithm is suitable for dense graphs, and Kruskal algorithm is suitable for sparse graphs.
(3) It introduces the Prim algorithm that is based on heap, and it also raises the solution of C++, through analyzing time complexity of algorithm is O(mlog 2 n); Prim algorithm which is based on heap is suitable for dense graph and sparse graph, it is suitable for finding the minimum spanning tree of ventilation network graph, so it is more suitable for calculating ventilation network of large mine. 
